The indoor overall environmental comfort of part limited spaces is studied in this paper. The operative temperature, illumination, and noise intensity are used as objective parameters in order to evaluate the thermal, luminous, and acoustic environment. The thermal, luminous, and acoustic environment are investigated by using the subjective questionnaire in this experiment, and the function relation of the single physical parameter is established. Then, using the effective-function comprehensive evaluation carries on non-dimensional, weighting, and penalty substitution synthesis for the evaluation index of thermal, luminous, and acoustic environment, and establishes the evaluation model of the indoor overall environment. According to the experimental results and evaluation analysis, it is considered that the noise intensity and operative temperature have great influence on the indoor environment overall comfort and the illumination has less effect. Referring to the ISO7730 standard and combining it with the situation of our country, the indoor overall environment is divided into the zone of comfort. The predicted overall comfort vote (POCV), which is greater than or equal to −0.5 is the high comfort zone I. The area of −0.5 > POCV ≥ −1.0 is designated as low comfort zone II. It provides a certain basis for the evaluation of indoor overall environmental comfort.
Introduction
In recent years some progress has been made in the common indoor environmental comfort in China [1] [2] [3] [4] . With the science and technology growth, and the rising in rail mileage and air throughput [5, 6] , the times and frequency of habitat and construction activities have increased from common indoor environment to specific indoor environment. People are often in the indoor environment, such as train carriage and flight carbine, and these indoor environments have important influence on people's comfort and health. Most of the flight carbine (train carriage) indoor environments are long and narrow. At the same time, they are affected by many physical environment factors. It requires not only a comfortable thermal environment, but also a bright luminous environment and a quiet acoustic environment. Therefore, the attentions and researches on the overall comfort of the specific indoor environments are increasing.
So far Zhe Zhang [7] and others investigated the IEQ of 8 major Chinese large-hub airport terminal buildings. The instrumental objective measurements and questionnaire subjective surveys had been performed in this research. This survey method utilized belongs to Post-Occupancy Evaluation (POE). The results showed that thermal environment and air quality were the two crucial factors for the overall satisfactory level. Yang Geng [8] and others on the one hand investigated indoor environment quality (IEQ) for 8 major Chinese airport terminals, and on the other hand analyzed the impacts
Method
The common indoor environment focused more attention on the thermal environment, air quality, luminous environment, and acoustic environment [15] . Indoor air quality had a small range of changes in this specific indoor environment. In addition, China was required to ban smoking in the flight carbine and high-speed train carriage in 1988 and 2008, respectively. The air pollutants such as VOCs and Respirable Suspended Particulates are lower in concentration, and most passengers were satisfied with air quality in specific indoor environment. So, the indoor air quality was not involved in the following discussion. The emphasis was on the effects of heat, light, and sound on overall comfort. The research content involved several index variables, which belonged to multivariate comprehensive evaluation. Combining the results of the experimental research, the effective-function method was used to evaluate the comprehensive environment.
Experimental Simulation Chamber
All of the experiments of this research took place in the simulation chamber of building and train air conditioning and energy saving laboratory of Qingdao Technological University. The simulation chamber experiment rig is shown in Figure 1 . The materials of chamber used certain thickness of the steel plate, and ensured the air tightness within the chamber. Visual glass windows are arranged on the hatch door to facilitate the observation out of the chamber after hatch door is closed. The inner surface of the chamber coated with absorbing materials, so as to reduce the background noise as much as possible during the experiments.
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All of the experiments of this research took place in the simulation chamber of building and train air conditioning and energy saving laboratory of Qingdao Technological University. The simulation chamber experiment rig is shown in Figure 1 . The materials of chamber used certain thickness of the steel plate, and ensured the air tightness within the chamber. Visual glass windows are arranged on the hatch door to facilitate the observation out of the chamber after hatch door is closed. The inner surface of the chamber coated with absorbing materials, so as to reduce the background noise as much as possible during the experiments. The structure of simulation chamber is the room-in-room. The size and measurement points of the chamber are shown in Figure 1 . The simulation chamber can control and measure the variables of the thermal environment, luminous environment and acoustic environment. The participants are college students, healthy and aged between 19-26 years old. There are 76 participants involved in the experiments. They are given simple training before entering the chamber.
Multi-Index Comprehensive Evaluation Method
The multi-index comprehensive evaluation method is a generic terms for a series of effective methods of integrating multiple indexes. It contained a number of indexes that illustrated several aspects of what is to be evaluated. The evaluation method should make a comprehensive evaluation of the things to be evaluated, and then use a general index to explain the level of the things to be evaluated [16, 17] . The indoor environment overall comfort evaluation contained several indexes, such as air temperature, mean radiant temperature, air velocity, illumination, uniformity of illumination, main frequency range of noise, and noise intensity. These indexes evaluate the acceptability of indoor overall comfort from heat, light, and sound, respectively. The evaluation of indoor environment overall comfort is a comprehensive evaluation problem. Finally, a general index should be determined to make a comprehensive evaluation of the overall comfort.
Research on multi-index comprehensive evaluation, some methods of discipline, such as fuzzy mathematics, cluster analysis, principal component analysis, grey system theory, and artificial neural network technology [18] [19] [20] [21] [22] [23] had certain applications and popularizations. Although these modern comprehensive evaluation methods were advanced and practical, the complexity of these algorithms determined that they must be completed by means of computer software. The key to the selection of comprehensive evaluation methods lies in the rationality and scientific nature of evaluation thought.
Concise evaluation thought is applied to the comprehensive evaluation in this paper. After the evaluation indexes are non-dimensional, the total evaluation value was weighted synthesis by an established model. Namely, a comprehensive evaluation model of indoor environment overall comfort is established by means of effective-function comprehensive evaluation method. Write a general equation for:
Chair The structure of simulation chamber is the room-in-room. The size and measurement points of the chamber are shown in Figure 1 . The simulation chamber can control and measure the variables of the thermal environment, luminous environment and acoustic environment. The participants are college students, healthy and aged between 19-26 years old. There are 76 participants involved in the experiments. They are given simple training before entering the chamber.
ω i : The weight value of x i ; ξ i : Synthetic model of y i and ω i ; y i = f i (x i ): Effective-function evaluation value of x i , that is, non-dimensional values; f i : Effective-function of x i , that is, non-dimensional functions. Therefore, the effective-function method in the comprehensive evaluation of indoor environmental overall comfort is the determination process about effective-function of f i , weighted value of ω i and synthetic model of ξ. The specific process included the following three aspects:
The first is the non-dimensional evaluation index. On the basis of the characteristics that can reflect the comfort of indoor environment accurately and directly. In order to avoid the influence of the difference of the units or the magnitude of the numerical value, the evaluation index should be treated by non-dimensional method.
The second is to determine the weight coefficient. In a number of evaluation indexes, the impact of each indicator on overall comfort is different. It is necessary to determine the evaluation index value of the importance according to some weighted methods.
The third is the synthesis of evaluation indexes. That is to say, a number of evaluation indexes were combined with some mathematical function to synthesize a total evaluation index value. The evaluation function of thought should be scientific and reasonable. And should make the evaluation index physical meaning of the single and overall values consistent.
Establishment of Evaluation Model

Non-Dimensional Process
There are positive and negative indexes in several evaluation indexes of specific indoor environment. The units and properties of these single evaluation indexes are different, and the equivalent discomfort is also different [24] . The relationship between different evaluation environment levels and comfort is inconsistent, and the non-dimensional method needs different compound functions. The form of the non-dimensional compound function should be obtained according to the relationship between the physical parameters and the participants' comfort in the experiment.
The quantitative evaluation C x of thermal, luminous, or acoustic environment should first be directional. The evaluation of the acoustic environment is in a single direction. Therefore, the thermal environment and luminous environment can only be evaluated with consistent values. Secondly, the new indexes should have the same meaning after the non-dimensional, and the scale distance is the same. There are the thermal sensation from −3 to +3 and thermal comfort vote from 4 to 0 in the ASHRAE 55-2013. This paper used a vote similar to thermal comfort vote (TCV) [25] . That is, from 0 to −4 of 5 grade index. Table 1 shows the relationship between physical stimulation comfort and evaluation indexes. During the experiment, the temperature is controlled by the air conditioner outside of the chamber and the auxiliary electric heater in the chamber, so as to ensure the temperature within the control range. Adjust the air velocity and flow direction of the fan coil in the chamber, try to keep the participants in breezeless. The wall temperature was collected to calculate the mean radiant temperature. Relative humidity is measured only, but not controlled. The major control parameters of thermal comfort experiment include: air temperature and air velocity in the chamber. The main monitoring parameters include the wall temperature and the relative humidity. The instruments required for parameter measurements were shown in Figure 2 . The measuring range of the hand-held thermal anemometer is 0.1~20 m/s. A total of two conditions are conducted, and each experiment temperature is controlled at 3 levels. Among them, winter is 16 °C, 22 °C, 24 °C, summer is 22 °C, 25 °C, 28 °C. When the body is warm and comfortable, fully dressed in a quiet state, 18 °C is not sense of coldness and 15 °C is the apparent temperature limits of the coldness, according to the research results of the relevant health departments at home and abroad. In this study, we discuss the comfort zone of thermal environment, and also study whether the comfort of each environment can compensate for other environment. Therefore, a lower 16 °C is set as a reference for comparison. The thermal resistance clothing is about 1.5 clo and 1.02 clo in winter and summer. Participants are asked to sit still for 30 min, followed by an experiment and a subjective questionnaire. Evaluation content is not allowed during experiment. The duration of each temperature level is controlled by 30 min. The former15 min is the adaptation process in each case, and the individual information in the questionnaire is filled at that time. The middle 10 min participants fill out questionnaires, and the experimental organizers need to record all parameters. The last 5 min is the parameter adjustment phase.
There are many factors that affect the thermal comfort. The operative temperature reflect the comprehensive effect of convection and radiation. Therefore, it has certain accuracy and described the thermal comfort of indoor environment with the operative temperature under most indoor conditions [26] . The operative temperature is calculated in accordance with Equation (2). Participants' thermal comfort evaluation vote (TCEV) is recorded correspondingly.
: air temperature; : mean radiant temperature. According to the experimental results in winter and summer, quadratic curve functions are determined by curve estimation method. The non-dimensional function of the thermal environment is shown in Figure 3 . A total of two conditions are conducted, and each experiment temperature is controlled at 3 levels. Among them, winter is 16
When the body is warm and comfortable, fully dressed in a quiet state, 18 • C is not sense of coldness and 15 • C is the apparent temperature limits of the coldness, according to the research results of the relevant health departments at home and abroad. In this study, we discuss the comfort zone of thermal environment, and also study whether the comfort of each environment can compensate for other environment. Therefore, a lower 16 • C is set as a reference for comparison. The thermal resistance clothing is about 1.5 clo and 1.02 clo in winter and summer. Participants are asked to sit still for 30 min, followed by an experiment and a subjective questionnaire. Evaluation content is not allowed during experiment. The duration of each temperature level is controlled by 30 min. The former 15 min is the adaptation process in each case, and the individual information in the questionnaire is filled at that time. The middle 10 min participants fill out questionnaires, and the experimental organizers need to record all parameters. The last 5 min is the parameter adjustment phase.
There are many factors that affect the thermal comfort. The operative temperature reflect the comprehensive effect of convection and radiation. Therefore, it has certain accuracy and described the thermal comfort of indoor environment with the operative temperature under most indoor conditions [26] . The operative temperature is calculated in accordance with Equation (2). Participants' thermal comfort evaluation vote (TCEV) is recorded correspondingly. 
Non-Dimensional Process of Luminous Environment Parameters
There are 18 fluorescent lamps installed evenly at the top of the simulation chamber. 9 lamps' color temperature is 6400 K and 9 lamps' color temperature was 3300 K. The layout is shown in Figure  4 . It needs an air conditioner outside of the chamber and a fan coil inside of the chamber to work at the same time in order to reduce the influence of temperature and humidity. The major control parameters include: illumination value and color temperature of light source. The main monitoring parameters include air temperature, relative humidity, and air velocity. All of the instruments needed for the measurement of luminous environment parameters are the same as those required for the thermal environment except for the photometer. The split type high-precision photometer's range is 0~200,000 lx as shown in Figure 5 . The precision is ±3% lx. 
There are 18 fluorescent lamps installed evenly at the top of the simulation chamber. 9 lamps' color temperature is 6400 K and 9 lamps' color temperature was 3300 K. The layout is shown in Figure 4 . It needs an air conditioner outside of the chamber and a fan coil inside of the chamber to work at the same time in order to reduce the influence of temperature and humidity. The major control parameters include: illumination value and color temperature of light source. The main monitoring parameters include air temperature, relative humidity, and air velocity. All of the instruments needed for the measurement of luminous environment parameters are the same as those required for the thermal environment except for the photometer. The split type high-precision photometer's range is 0~200,000 lx as shown in Figure 5 . The precision is ±3% lx. 
There are 18 fluorescent lamps installed evenly at the top of the simulation chamber. 9 lamps' color temperature is 6400 K and 9 lamps' color temperature was 3300 K. The layout is shown in Figure  4 . It needs an air conditioner outside of the chamber and a fan coil inside of the chamber to work at the same time in order to reduce the influence of temperature and humidity. The major control parameters include: illumination value and color temperature of light source. The main monitoring parameters include air temperature, relative humidity, and air velocity. All of the instruments needed for the measurement of luminous environment parameters are the same as those required for the thermal environment except for the photometer. The split type high-precision photometer's range is 0~200,000 lx as shown in Figure 5 . The precision is ±3% lx. Before the luminous comfort experiment started, the fluorescent lamps should be lit for 15 min [27] . The three conditions of the illumination level are selected from dark to bright, from the opening of 1 light, 5 light, to 9 light, namely 120 lx, 660 lx, and 1200 lx. The participants are required to adapt themselves to the 15 min, and then to carry out experiments under different conditions. Throughout the experiment, participants remain sitting still and talk softly other than the experiments. The results of luminous environment comfort vote (LECV) are analyzed by curvilinear regression. As shown in Figure 6 , the non-dimensional function of the luminous environment is obtained.
Before the luminous comfort experiment started, the fluorescent lamps should be lit for 15 min [27] . The three conditions of the illumination level are selected from dark to bright, from the opening of 1 light, 5 light, to 9 light, namely 120 lx, 660 lx, and 1200 lx. The participants are required to adapt themselves to the 15 min, and then to carry out experiments under different conditions. Throughout the experiment, participants remain sitting still and talk softly other than the experiments. The results of luminous environment comfort vote (LECV) are analyzed by curvilinear regression. As shown in Figure 6 , the non-dimensional function of the luminous environment is obtained. 
Non-Dimensional Process of Acoustic Environment Parameters
The soundtrack equipment is applied to simulate different noise sources. Only components of low frequency, intermediate frequency, or high frequency are kept by filters. The acoustic comfort evaluation vote (ACEV) of participants under different noise intensity and frequencies is obtained. The temperature controlled is (24 ± 1) °C, the relative humidity is (62 ± 2)%, and the illumination is about 600 lx. The major control parameters include: the noise intensity and the frequency of simulated noise. The main monitoring parameters include air temperature, relative humidity, and air velocity. The noise intensity produced by sound equipment is measured by a type of AWA6291. The sound level meter is shown in Figure 7 with a range of 25-140 dB (A). According to the relevant noise control standards, most countries in the world have set the upper limit of noise control to 90 dB. Taking into account the actual noise in the traffic, the noise intensity is set up with 6 working conditions, namely 60 dB, 65 dB, 70 dB, 75 dB, 80 dB and 85 dB. Relationship testing between ACEV and noise intensity and frequency, in accordance with the noise intensity from low to high, selected <1000 Hz, 3500 Hz-4500 Hz, and 7000 Hz-8000 Hz in turn. The noise source in the front 30 s of each working condition is played, and the middle 30 s is stopped. The last 2 min, the 
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The soundtrack equipment is applied to simulate different noise sources. Only components of low frequency, intermediate frequency, or high frequency are kept by filters. The acoustic comfort evaluation vote (ACEV) of participants under different noise intensity and frequencies is obtained. The temperature controlled is (24 ± 1) °C, the relative humidity is (62 ± 2)%, and the illumination is about 600 lx. The major control parameters include: the noise intensity and the frequency of simulated noise. The main monitoring parameters include air temperature, relative humidity, and air velocity. The noise intensity produced by sound equipment is measured by a type of AWA6291. The sound level meter is shown in Figure 7 with a range of 25-140 dB (A). According to the relevant noise control standards, most countries in the world have set the upper limit of noise control to 90 dB. Taking into account the actual noise in the traffic, the noise intensity is set up with 6 working conditions, namely 60 dB, 65 dB, 70 dB, 75 dB, 80 dB and 85 dB. Relationship testing between ACEV and noise intensity and frequency, in accordance with the noise intensity from low to high, selected <1000 Hz, 3500 Hz-4500 Hz, and 7000 Hz-8000 Hz in turn. The noise source in the front 30 s of each working condition is played, and the middle 30 s is stopped. The last 2 min, the According to the relevant noise control standards, most countries in the world have set the upper limit of noise control to 90 dB. Taking into account the actual noise in the traffic, the noise intensity is set up with 6 working conditions, namely 60 dB, 65 dB, 70 dB, 75 dB, 80 dB and 85 dB. Relationship testing between ACEV and noise intensity and frequency, in accordance with the noise intensity from low to high, selected <1000 Hz, 3500 Hz-4500 Hz, and 7000 Hz-8000 Hz in turn. The noise source in the front 30 s of each working condition is played, and the middle 30 s is stopped. The last 2 min, the participants are evaluated subjectively for the acoustic environment comfort. The experiments have 18 conditions with a duration of 54 min.
According to the experimental data, the curves of different frequencies are fitted. The linear function of the non-dimensional acoustic environment is shown in Figure 8 . It can be seen that if the same slope is used in the range of noise discussed, then it will lead to smaller noise intensity corresponding acoustic comfort index is smaller. The larger noise intensity result in a greater value of the corresponding acoustic comfort evaluation index. Thus take the piecewise function, as shown in Table 2 . participants are evaluated subjectively for the acoustic environment comfort. The experiments have 18 conditions with a duration of 54 min. According to the experimental data, the curves of different frequencies are fitted. The linear function of the non-dimensional acoustic environment is shown in Figure 8 . It can be seen that if the same slope is used in the range of noise discussed, then it will lead to smaller noise intensity corresponding acoustic comfort index is smaller. The larger noise intensity result in a greater value of the corresponding acoustic comfort evaluation index. Thus take the piecewise function, as shown in Table 2 . 
Weight's Calculation
The role and importance of thermal, luminous, and acoustic environment in the comprehensive evaluation system are different. After each index system has been determined and completed nondimensional, it is necessary to calculate different weights to the three evaluation indexes. Some use the personal or expert knowledge and experience for subjective weighting method. Objective weighting methods derive from analyzed and processed investigation data. Based on the content of the study involves more professional, Analytic Hierarchy Process (AHP) is adopted. In the AHP, the theory of "binary weight comparison" is introduced, and the judgment matrix is established to 
The role and importance of thermal, luminous, and acoustic environment in the comprehensive evaluation system are different. After each index system has been determined and completed non-dimensional, it is necessary to calculate different weights to the three evaluation indexes. Some use the personal or expert knowledge and experience for subjective weighting method. Objective weighting methods derive from analyzed and processed investigation data. Based on the content of the study involves more professional, Analytic Hierarchy Process (AHP) is adopted. In the AHP, the theory of "binary weight comparison" is introduced, and the judgment matrix is established to calculate the weights. The judgment value is given from two aspects of importance proportion. The specific assignment is shown in Table 3 . The survey is conducted by means of network collection within the professional field. By clicking on the link, participants can fill in the information directly on the phone or computer. A total of 89 data from 16 cities are collected. According to the corresponding data, determine the judgment matrix are shown in Table 4 . The geometric mean contrast method is selected to calculate weights, and the results are shown in Table 5 . The maximum eigenvalue can be obtained according to the weight, and the consistency check is carried out. CR = CI/RI = 0.00207/0.58 = 0.00357 < 0.1.
Synthesis of Evaluation Indexes
It is one of the theoretical bases of the effective-function comprehensive evaluation method to select the reasonable synthetic model. It is necessary to synthesize the single evaluation index into the overall evaluation value. In decision science theory, there are four kinds of synthetic models, which are additive synthesis, multiplication synthesis, additive and multiplicative mixed synthesis, and substitution synthesis [28] . There are two principles when choosing a composite model: Firstly, the physical meaning of the overall evaluation value should be consistent with the physical meaning of the single index value, so as to know whether the single evaluation value is good or bad. The second is the evaluation thought and the synthesis rule must conform to the actual people's subjective request. When a single index in a specific indoor environment reached unbearable, the impact on people is much greater than other singly indexes reached comfort at this time. That is to say, if the thermal environment is unbearable, even the light and the sound are comfortable at this time, but the overall evaluation value would be unbearable. This is not mentioned in other related studies. Therefore, the evaluation principle of choosing synthetic model is that the failure of an index will lead to the failure of the overall evaluation value. The penalty type substitution synthesis method is shown in Equation (3).
L: The theoretical minimum of a single evaluation index, according to Table 1 the evaluation value of comfort, −4. Equation (3) means that as long as any evaluation value reach the lower limit L, then the overall evaluation value C reach Min. Its evaluation principle is "punishment leg behind", which has the characteristics of "veto power". The value C of Equation (3) is the predicted overall comfort vote. The 3 non-dimensional functions are substituted into Equation (3), and Equation (4) can be obtained.
POCV: Predicted Overall Comfort Vote; y 1 , y 2 , y 3 : Non-dimensional function of single index of thermal environment, luminous environment, and acoustic environment; ω 1 , ω 2 , ω 3 : Weights of single indexes of thermal environment, luminous environment, and acoustic environment.
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Results and Discussion of Thermal Environment Comfort
From the non-dimensional function of thermal comfort, the TCEA corresponding to different operative temperature can be obtained in winter and summer. As shown in Figure 9 , when the winter condition is t 0 = 21.6 • C, the participants are in a higher comfort zone; in summer, the participants are in higher comfort zone at t 0 = 24.6 • C. This is consistent with the temperature range of the air conditioning indoor calculations specified in reference [29] for the long stay area. The non-dimensional function of winter thermal comfort was more gentle than summer, indicating that the more comfortable areas in winter can be accepted than in summer. From the point of view of energy conservation, under the values of similar thermal comfort evaluation, winter can choose a colder environment, while summer can choose a hotter environment. Therefore, the evaluation principle of choosing synthetic model is that the failure of an index will lead to the failure of the overall evaluation value. The penalty type substitution synthesis method is shown in Equation (3).
POCV: Predicted Overall Comfort Vote; y1, y2, y3: Non-dimensional function of single index of thermal environment, luminous environment, and acoustic environment;
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Results and Discussion of Thermal Environment Comfort
From the non-dimensional function of thermal comfort, the TCEA corresponding to different operative temperature can be obtained in winter and summer. As shown in Figure 9 , when the winter condition is t0 = 21.6 °C, the participants are in a higher comfort zone; in summer, the participants are in higher comfort zone at t0 = 24.6 °C. This is consistent with the temperature range of the air conditioning indoor calculations specified in reference [29] for the long stay area. The nondimensional function of winter thermal comfort was more gentle than summer, indicating that the more comfortable areas in winter can be accepted than in summer. From the point of view of energy conservation, under the values of similar thermal comfort evaluation, winter can choose a colder environment, while summer can choose a hotter environment. 
Results and Discussion of Luminous Environment Comfort
The luminous comfort of two color temperature 3300 K and 6400 K is compared according to the non-dimensional function of luminous comfort. As shown in Figure 10 , when the illumination of the light source is the same, the LCEV of low color temperature is lower than that of high color temperature. Considering that the high color temperature of the light source is white, close to the color temperature of daylight, the trend of luminous comfort in the two color temperatures is almost 
The luminous comfort of two color temperature 3300 K and 6400 K is compared according to the non-dimensional function of luminous comfort. As shown in Figure 10 , when the illumination of the light source is the same, the LCEV of low color temperature is lower than that of high color temperature. Considering that the high color temperature of the light source is white, close to the color temperature of daylight, the trend of luminous comfort in the two color temperatures is almost the same. Therefore, the results of luminous comfort survey with high color temperature 6400 K should be adopted to analyze the overall comfort.
Energies 2017, 10, 1634 11 of 16 the same. Therefore, the results of luminous comfort survey with high color temperature 6400 K should be adopted to analyze the overall comfort. Figure 10 . Non-dimensional function curve of luminous comfort (3300 K/6400 K).
Results and Discussion of Acoustic Environment Comfort
Compare the acoustic comfort levels of three frequencies (low frequency, intermediate frequency, high frequency), as shown in Figure 11 . At any frequency, the acoustic comfort vote (AECV) of the participants decreased with the increase of noise intensity, and the relationship between the both is monotonic change. The effect of noise intensity of 3 frequencies on the acoustic comfort of participants is not significant. Among them, the evaluation index of the intermediate frequency noise intensity is slightly higher. In addition, when the noise intensity reaches 80 dB, it can be seen that there is an inflection point in the three frequency ranges. When the noise intensity is greater than 80 dB, the straight line became steeper. For most participants, if the noise intensity exceeds 80 dB, the acoustic comfort would span two intervals, from slightly uncomfortable to very uncomfortable. 
Results and Discussion of Overall Comfort of Specific Indoor Environment
The experimental data show the lower the noise intensity, the higher the predicted overall comfort of indoor environment, when the operative temperature is between [24 °C, 25 °C] in summer, or between [21 °C, 22 °C] in winter, the illumination is between [600 lx, 800 lx]. However, within the entire experimental range, participants have the highest voting value close to 0, but not equal to 0. This is consistent with the conclusion of PMV = 0, but PPD = 5% in the thermal environment. Even if Figure 10 . Non-dimensional function curve of luminous comfort (3300 K/6400 K).
Results and Discussion of Acoustic Environment Comfort
Results and Discussion of Overall Comfort of Specific Indoor Environment
The experimental data show the lower the noise intensity, the higher the predicted overall comfort of indoor environment, when the operative temperature is between [24 °C, 25 °C] in summer, or between [21 °C, 22 °C] in winter, the illumination is between [600 lx, 800 lx]. However, within the entire experimental range, participants have the highest voting value close to 0, but not equal to 0. This is consistent with the conclusion of PMV = 0, but PPD = 5% in the thermal environment. Even if This is consistent with the conclusion of PMV = 0, but PPD = 5% in the thermal environment. Even if the indoor environmental parameters have reached a better comfortable state, there are a few people who feel uncomfortable and dissatisfied.
As shown in Figure 12 , the influence of indoor operative temperature on the overall comfort is uneven. The operative temperature difference of 1 • C caused the POCV to vary from 0.01 to 0.6. In winter, the POCV varied more slowly with the operation temperature. Figure 12 , the influence of indoor operative temperature on the overall comfort is uneven. The operative temperature difference of 1 °C caused the POCV to vary from 0.01 to 0.6. In winter, the POCV varied more slowly with the operation temperature. As shown in Figure 13 , when the illumination is in the range of [500 lx, 800 lx], the POCV varies very little. In the [200 lx, 500 lx] and [800 lx, 1100 lx], illumination changes 100 lx, maximum difference of POCV is about 0.15. This shows that the effect of unit change of illumination is smaller than of unit change of operative temperature on the POCV. When the noise intensity is close to 89 dB, the illumination change tend to be straight. This means that the noise have reached unacceptable and that the POCV is not affected by the other two environmental factors and reaches a smaller value. As shown in Figure 13 , when the illumination is in the range of [500 lx, 800 lx], the POCV varies very little. In the [200 lx, 500 lx] and [800 lx, 1100 lx], illumination changes 100 lx, maximum difference of POCV is about 0.15. This shows that the effect of unit change of illumination is smaller than of unit change of operative temperature on the POCV. When the noise intensity is close to 89 dB, the illumination change tend to be straight. This means that the noise have reached unacceptable and that the POCV is not affected by the other two environmental factors and reaches a smaller value. the indoor environmental parameters have reached a better comfortable state, there are a few people who feel uncomfortable and dissatisfied. As shown in Figure 12 , the influence of indoor operative temperature on the overall comfort is uneven. The operative temperature difference of 1 °C caused the POCV to vary from 0.01 to 0.6. In winter, the POCV varied more slowly with the operation temperature. As shown in Figure 13 , when the illumination is in the range of [500 lx, 800 lx], the POCV varies very little. In the [200 lx, 500 lx] and [800 lx, 1100 lx], illumination changes 100 lx, maximum difference of POCV is about 0.15. This shows that the effect of unit change of illumination is smaller than of unit change of operative temperature on the POCV. When the noise intensity is close to 89 dB, the illumination change tend to be straight. This means that the noise have reached unacceptable and that the POCV is not affected by the other two environmental factors and reaches a smaller value. From Figure 14 , the higher the noise intensity, the lower the POCV, the worse the comfort of the participants. A sudden change occurred when the noise intensity reached 80 dB. When the noise intensity continued to increase, the POCV dropped sharply until it reached unbearable level.
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From Figure 14 , the higher the noise intensity, the lower the POCV, the worse the comfort of the participants. A sudden change occurred when the noise intensity reached 80 dB. When the noise intensity continued to increase, the POCV dropped sharply until it reached unbearable level. According to the recommended value of ISO7730 [30] to PMV-PPD, and the classification of thermal comfort grade in China: PMV ≤ ±0.5, the thermal comfort is determined for classⅠand ±0.5 ≤ PMV ≤ ±1, the thermal comfort is determined for class II [29] . The two auxiliary lines of POCV = −0.5 and POCV = −1 are added, respectively, in Figures 12-14 . When POCV ≥ −1, the participants without discomfort, is acceptable for the whole indoor environment. POCV ≥ −0.5 represents an indoor environment with an overall comfortable for higher level I zone. −0.5 > POCV ≥ −1 represents an indoor environment overall comfortable is lower level II zone. It can be seen from the results of the division zone of the indoor environment overall comfort that the main affecting factors are noise intensity and temperature, while the illumination is less. At the same time, the comfort zone can be judged directly according to the parameters of the region. It reduces the time of experiments effectively, and provides a certain reference basis for the evaluation of overall comfort.
Verification of Overall Comfort Evaluation Model
As shown in Table 6 , take the summer condition as an example. The participants are selected randomly to evaluate the specific indoor environment. The correlation test is carried out with the predicted POCV of indoor environment overall comfort. According to the recommended value of ISO7730 [30] to PMV-PPD, and the classification of thermal comfort grade in China: PMV ≤ ±0.5, the thermal comfort is determined for class I and ±0.5 ≤ PMV ≤ ±1, the thermal comfort is determined for class II [29] . The two auxiliary lines of POCV = −0.5 and POCV = −1 are added, respectively, in Figures 12-14 . When POCV ≥ −1, the participants without discomfort, is acceptable for the whole indoor environment. POCV ≥ −0.5 represents an indoor environment with an overall comfortable for higher level I zone. −0.5 > POCV ≥ −1 represents an indoor environment overall comfortable is lower level II zone. It can be seen from the results of the division zone of the indoor environment overall comfort that the main affecting factors are noise intensity and temperature, while the illumination is less. At the same time, the comfort zone can be judged directly according to the parameters of the region. It reduces the time of experiments effectively, and provides a certain reference basis for the evaluation of overall comfort.
As shown in Table 6 , take the summer condition as an example. The participants are selected randomly to evaluate the specific indoor environment. The correlation test is carried out with the predicted POCV of indoor environment overall comfort. The results of verification are shown in Table 7 . C 0 is significantly related to the POCV. It shows that the calculation of POCV is objective and accurate. 
Conclusions
According to the experimental results and the synthesis and analysis of the indoor environment overall comfort model, the following conclusions can be drawn:
(1) Based on the experimental data of the simulation chamber, the effective-function comprehensive evaluation is used. An overall comfort evaluation model is established for a specific indoor environment with thermal environment, luminous environment, and acoustic environment. (2) The overall comfort zone of a specific indoor environment is defined and divided. The higher comfort zone I requires that the noise intensity ≤65 dB, the operative temperature at on POCV is different. That is, the unit variation of each parameter causes differences in POCV. From the numerical results, the unit variation of the operative temperature has the greatest impact on the POCV. The unit variation of illumination has the least impact on the POCV. And for different comfort zones, the impact is not consistent.
Therefore, more active measures should be taken to reduce the discomfort caused by noise in a specific indoor environment. At the same time, indoor air temperature and air velocity should be adjusted in time.
The experimental processes don't take into account the indoor air quality and the indoor pressure fluctuations on the overall comfort. This is also the main direction of future expansion of this project. In addition, we should increase the number of samples that are verified by the evaluation model, and improve the evaluation model constantly, so that the application of the indoor overall comfort evaluation model will be more universal.
